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MAKER TYPE PHASE POLE POWER VOLTAGE CURRENT | FREQUENCY SPEED
AT —4 Iz it Fi Hi 7 BIE GER A [l
EIGEN THKEV 3 2P 1.1 «w| 200 v| 4.93 A| 50 Hz | 2790 min’
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CAPACITY TDH. WATER POWER EFFICIENCY CURRENT INPUT EFFICIENCY OUTPUT
No. | "HLE SR KA R TR T A EN P Hi
L/ min m kW % A kW % kW
1 0] 12.7 0 (0] 0.47
2 100 11.0 0.179 28.5 0.63
3 200 8.3 0.271 37.1 0.73
4 250 6.4 0.261 33.9 0.77
5 330 2.4 0.129 16.1 0.80
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This performance test is based on JIS B 8301,8302. The specific gravity of test liquid is 1.0
PERERUBRIZTTIS B 8301,8302. ([CHEL, ¥AROHLE () 1T LODMZEZLL £,

AWorld Chemical Co. Ltd.




